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a b s t r a c t
The growing demand for fresh water has resulted in increasing use of reverse osmosis (RO) 
membrane systems for seawater desalination. A major operational problem of RO membrane filtration 
systems is biofouling – biomass growth causing an unacceptable membrane performance decline. 
Biofouling reduces the produced water quantity and quality and increases costs. The need for fouling 
remediation is mainly derived from destructive trial-and-error research with practical membrane 
modules. Therefore, a clear need existed for the development of a small-sized membrane fouling 
simulator (MFS) for systematic, low-cost studies. Since the introduction of the MFS in 2006, many 
articles have appeared which are evaluated in this review. The review describes (i) the location of 
biofouling in full-scale installations, (ii) development of MFS, (iii) characterization, reproducibility and 
representativeness of fouling development in the MFS, (iv) applications such as assessing the impact 
of anti-scalant or biocide dosage, phosphate limitation, feed spacer geometry and linear flow velocity 
and (v) early warning for biofouling. MFS studies have increased the understanding of biofouling and 
enabled improved practical membrane performance such as selection of dosed chemicals and feed 
spacer design. Future MFS studies are anticipated to enable the development of advanced biofouling 
control strategies.

Keywords:  Seawater desalination; Reverse osmosis membrane; Biofouling; Membrane fouling 
simulator; Early warning

1. Introduction

Membrane-based water treatment processes, such as 
desalination, are applied increasingly to produce high quality 
water from a wide range of water types such as seawater and 
wastewater. The development of advanced pressure-driven 
reverse osmosis (RO) membrane installations enabled to 
improve high salt rejection and increase of permeate flux [1,2].

In membrane-based water treatment systems, membrane 
fouling is considered a major problem, causing an increase 
in pressure drop between the feed and brine lines which 
is referred to as feed channel pressure (FCP) drop or feed 
concentrate pressure [3], the decline of flux and salt rejec-
tion. Therefore, fouling development in membrane systems 
leads to an increase of up to 50% in operational costs and 
hampers the amount and quality of produced water [4]. 
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The consequences of fouling can be (i) increase of required 
feed pressure to maintain water production and consequently 
higher energy consumption, (ii) frequent chemical cleaning 
of the membranes, (iii) shortening lifetime of the membranes 
[5]. Therefore, in a membrane desalination installation, once 
the FCP increase or the flux reduction deviates more than 
15% compared with the start-up values, corrective actions are 
taken to re-establish the original membrane performance [2]. 
Hence, development of biofouling monitoring strategies and 
early detection of biofilm formation in membrane systems is 
required [6,7].

Different fouling types occur at the same time and 
may interact with each other [8]. Four types of fouling can 
be distinguished: scaling (inorganic), particulate, organic 
fouling, and biofouling. In general, scaling can be prevented 
by the dosage of anti-scalant or acid to the feed water. 
Colloidal or particulate fouling can be easily managed by 
pretreatment processes, for example, by ultrafiltration or 
cartridge filtration. Organic fouling can be prevented by 
pretreatment. Therefore, all types of fouling except biofouling 
can be managed. Membrane autopsy, a destructive membrane 
element study, is commonly applied to diagnose membrane 
fouling by visual inspection and analysis of accumulated 
deposits.

With the identification of biofouling as a key problem 
in membrane installations [2,9–13], biofouling studies have 
been intensified [14–20]. Many publications show that, until 
now, biofouling is seen as a significant practical problem in 
RO and nanofiltration (NF) membrane systems.

Biofouling is caused by the accumulation of 
microorganisms and extracellular polymeric substances 
(EPS) on a surface, which eventually build a biofilm, result-
ing in an unacceptable membrane performance decline [2]. 
Biofilms consist predominantly of bacterial communities 
enmeshed in a self-secreted polymeric matrix, which are usu-
ally referred to as EPS [21]. The microbial biofilm is devel-
oped by dynamic processes: (i) reversible attachment by 
attractive interactions between membrane surface and bac-
teria, (ii) irreversible attachment by specific or non-specific 
bacterial adhesions, (iii) micro-colony formation, (iv) biofilm 
maturation, and (v) dispersion [22]. It is claimed that even if 
99.9% of all bacteria are eliminated by pretreatment, some 
bacteria will still enter the membrane system, adhering and 
multiplying utilizing biodegradable nutrients in the water 
passing the pretreatment [23,24].

Until recently, fouling studies were mainly based on an 
experimental approach with pilot or industrial filtration 
installations containing industrial size (40-inch length by 4, 
8, or 16-inch diameter) membrane modules. The identifica-
tion of fouling was based on the measurement of operational 
parameters such as FCP followed by destructive membrane 
autopsy studies. Therefore, developing devices simulating 
the biofouling via non-destructive, in-situ high-resolution 
imaging of the membrane and spacer is highly demanded 
[25,26]. Such device should be representative for conven-
tionally used membrane modules, thus involving the used 
materials (properties and structure) such as membrane and 
spacer, the height of the flow channels and hydraulics. The 
membrane fouling simulator (MFS) was introduced in 2006 
[4] and since then many articles have appeared on various 
research aspects of biofilm characterization [2,3,27–36], 

biofouling control [5,37–49], and strategies for early warning 
of biofouling [50–55] applying the developed MFS. 

Early detection of biofilm growth enables directed cor-
rective measures at an early stage preventing biofouling 
occurrence before reaching critical performance loss values. 
In present practice, corrective cleanings are applied at a later 
stage, based on a 15% deviation from the starting value for 
the pressure drop. An early detection of biofilm formation, 
followed by corrective measures, may allow a more effec-
tive control of the biofilm than curative cleaning measures 
applied at a later stage. Early detection of biofouling in an 
MFS can be achieved by sensitive pressure drop measure-
ments and with non-destructive, real-time imaging tech-
niques such as nuclear magnetic resonance (NMR) imaging, 
oxygen sensing using luminescent planar optodes, and opti-
cal coherence tomography (OCT). The developed MFS has 
proven to be a suitable tool to increase the understanding of 
RO fouling phenomena and to evaluate strategies to (i) delay 
the built up of biofilms, (ii) reduce the impact of accumulated 
biomass on membrane performance and (iii) remove the bio-
mass from the membrane system. It is anticipated that future 
MFS research will lead to the development of more effective 
biofouling control strategies.

This review provides a critical overview on the devel-
opment of the MFS and the applications aiming at predic-
tion, prevention, and control of biofouling in practical RO 
and NF installations. MFS applications include (i) impact of 
feed water composition for evaluation and selection of pre-
treatment options, (ii) selecting of chemical type and opti-
mizing of chemical dosage, (iii) testing of novel membranes 
or feed spacers, (iv) evaluation and optimization of alterna-
tive biofouling control strategies, and (v) early warning for 
biofouling.

2. Localization of the biofilm formation

2.1. Increased pressure drop and biofilm accumulation in a pilot 
system

Identifying the biofilm accumulation zone in membrane 
installations is required to enable development of a suitable 
MFS. A membrane installation has a large number of pressure 
vessels, each containing up to eight spiral-wound membrane 
modules in series. A membrane installation can have a tapered 
configuration. This means that the concentrate of a pressure 
vessel can be fed into a second pressure vessel, increasing 
the total water production of the installation. An industrial 
size membrane element has a length of 1 m (40 inches) and 
contains membrane sheets with a length of 0.93 m [31].

The increase in FCP and biomass concentration in 
a membrane installation was assessed over individual 
membrane elements of a full-scale installation (Fig. 1(a)) 
[55]. After long-term operation (146 d), a much stronger 
FCP increase (Fig. 1(b)) and higher accumulated biomass 
concentration (Fig. 1(c)) were observed in the parallel first 
membrane elements compared with the rest of the elements 
in the installation [55].

Studies at full-scale membrane installations with strongly 
reduced membrane performance showed the highest biofilm 
concentrations at the lead membrane inlet side (Fig. S1). This 
is in agreement with the findings of other studies [2,23,24].
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2.2. Identification of major biofouling zone

To simulate the practical situation, Vrouwenvelder et 
al. [33] developed a prototype test cell with nearly the same 
membrane length (0.90 m) as membranes in spiral-wound 
modules (0.93 m). To enable placement of the sheets of mem-
brane and spacer sampled from the membrane element in the 
prototype test cell, the prototype test cell length was made 
slightly shorter than a membrane module [33]. This proto-
type monitor had a width of 0.32 m, a 7 cm thick Perspex 
cover lid, 10 bolts over the length to close the monitor, and 
one permeate collection channel. 

Compared with a membrane module, this prototype 
monitor had an identical (i) feed spacer channel height and 
(ii) materials of spacers and membranes. To be representative 
of membrane elements, an appropriate monitor should have 
the same relationship between cross-flow velocity and FCP. 
Therefore, this relationship between cross-flow velocity and 
FCP was assessed for a membrane module in a single ele-
ment pressure vessel and the prototype monitor.

The relationship was calculated using the friction coef-
ficient term, for practical membrane elements, reported by 
Schock and Miquel [56] as follows (Eq. (1)): 

∆P
d
L

h

= λ
ρ ν· · ·
2

2

 (1) 

where λ is the friction factor, ρ is the specific density, ν is the 
cross-flow velocity, L is the membrane length and dh is the 
hydraulic diameter.

The calculated data of the relationship between linear 
flow velocity and FCP precisely matched with the measured 
data for the membrane element, while there was a distinct 
difference between measured and calculated data for the 
prototype test cell. It can be concluded that this prototype 
monitor with a membrane length of 0.90 m and width of 0.32 m 
is not representative of practical membrane modules [33]. 

Addition of a biodegradable organic nutrient to the test 
cell feed water caused an FCP increase over the test cell. In 
particular, the FCP was strongly increased over the test cell 
first half (0–0.45 m), indicating that most of the biomass had 
accumulated at the feed side of the test cell. Studies without 
organic compound dosage, such as membrane module 
studies from practice showed that biofouling occurred in the 
first 0.20 m of the lead membrane element [2,4].

The studies with (i) pilot plant, (ii) full-scale installations 
and (iii) the prototype monitor showed that it would be 
sufficient to develop a monitor with a membrane length 
of 0.20 m to study biofouling development and control 
strategies in spiral-wound membrane systems (Fig. 2).

3. Development of the MFS

3.1. Design and hydraulics of MFS

3.1.1. Design of MFS

Based on the localization of the biomass, a small monitor 
was developed. The MFS contains 0.20 m × 0.04 m sized mem-
brane and feed spacer sheets (Fig. 3) [4]. The first-generation 
MFS was constructed with two stainless-steel parts (bottom 
and top) sandwiching membrane, feed, and permeate spacer 
sheets. The MFS contained connectors for the separated flow 
of feed water, brine, and produced water. Also, connections 
were made for monitoring the applied pressure and FCP 
over the MFS length as well as the pressure drop over the 
membrane (trans-membrane pressure drop). A sight glass 
allowed macro and microscopic in-situ studies of the spacer 

Fig. 1. Schematic positions of spiral-wound membrane mod-
ules in the pressure vessels and identification of biofouling 
distribution in nanofiltration (NF) membrane installation. (a) 
Position of two parallel pressure vessels (1 and 2) and mem-
brane elements (1-6) in the NF installation. Membrane modules 
1-1-1 and 1-2-1 indicate the lead membranes from the two par-
allel pressure vessels. (b) The feed channel pressure drop (FCP) 
increase and (c) accumulated biomass concentrations of mem-
brane elements after 146 d of operation. The dotted line rep-
resents estimated limit of detection [55]. n.a.: not analyzed.

Fig. 2. Early detection of biofouling at a membrane fouling 
simulator (MFS) supplied with water source of the membrane 
filtration installation. The major biofouling zone where the 
biofouling starts is covered by the MFS [54].
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and membrane in the MFS. A transparent window enabled 
to use a microscope for accurate (µm) fouling thickness mea-
surements. To avoid the growth of phototrophic micro- and 
macro-organisms, the glass was covered to prevent light 
intrusion. A set-up for stable and automatically controlled 
feed water flow conditions in MFS systems [57] and criteria 
for MFS design have been developed [4,33,58].

3.1.2. Influence of permeate production

Similar FCP increase and biofilm formation were found at 
the inlet side of membrane modules at parallel positions in an 
NF system operated with or without production of permeate. 
Mass transfer calculations demonstrated that, compared 
with the diffusive flux, the permeate flux plays a minor role 
in the transport of nutrients to the biofilm [36]. Studies at 

test-rig and full-scale installations with varying water sources 
showed that the accumulated biomass amount matched 
accurately with the FCP increase irrespective of whether per-
meate was produced or not [2]. This means that FCP increase 
is the important operational parameter to determine the 
stage for cleaning of a biofouled full-scale membrane system 
[47]. In spiral-wound RO membrane filtration installations, 
development of biofouling is mainly provoked by the feed 
spacer [46]. In other words, the biofilm is formed regardless 
of whether permeate is produced or not, and the amount of 
accumulated biofilm has most impact on the FCP [28]. 

A second generation of MFS units were manufactured 
from poly(methyl methacrylate) (PMMA) and poly(vinyl 
chloride) (PVC) material. These MFSs showed the same firm-
ness, hydraulic behavior, reproducibility and performance 
of the first-generation steel MFS units. Advantages of the 
PMMA and PVC MFS units are the lower production costs 
and a higher flexibility in producing tailor-made flow cells, 
enabling accommodation of feed spacers of different thick-
ness [37]. More recently, MFS units have been developed 
with permeate production with various dimensions for the 
membrane and spacer sheets.

3.1.3. Hydraulic characterization of MFS with the 
spiral-wound membrane module

The relation of linear flow velocity and FCP over the 
MFS was measured and compared with the relationship 
for a spiral-wound membrane module in a single element 
pressure vessel [4]. The relation was also calculated by apply-
ing Eq. (1) [56].

Both the measured and calculated data for the MFS 
suited properly with the data for membrane modules, 
indicating that the MFS has identical hydraulic behavior as 
spiral-wound membrane elements (Fig. 4). 

3.2. Representativeness of MFS 

To evaluate the MFS representativeness for membrane 
module fouling development found in practice, comparative 

Fig. 3. Design of MFS to simulate fouling in spiral-wound 
membrane modules. (a) Identical location and height of spacers 
and membranes in spiral-wound membrane modules in practice 
and MFS. (b) A patented schematic diagram (patent NL 1028474) 
[59] and (c) developed MFS device [4,33].

Fig. 4. Relation between linear flow velocity (m/s) and FCP 
(kPa) in (a) a spiral-wound membrane element (1.00 m) and 
(b) the MFS (0.20 m) with the different lengths. The measured 
data (represented by blue and green color markers; , ) and 
calculated data (dotted line) matched [4].
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studies have been conducted [4]. An MFS and a membrane 
element in the test-rig were operated simultaneously in par-
allel to a full-scale membrane filtration plant. The test-rig 
and full-scale plant both contained spiral-wound membrane 
modules. At the end of the study, a destructive method was 
used to quantify the accumulated amount of biofilm on the 
membrane and spacer sheets in the MFS, test-rig membrane 
element, and the full-scale system lead membrane module. 
The accumulated amount of biomass decreased over the 
MFS and membrane element length (Fig. 5(b)). A compara-
ble increase of FCP was found over the MFS and the test-rig 
membrane element for 17 d (Fig. 5(a)). After 17 d, a signifi-
cant difference of the FCP increase was observed between the 
MFS and the membrane element in the single element test-rig 
(Fig. 5(a)). The behavior can be explained by the low amounts 
of biomass after the first 0.20 m of the element (Fig. 5(b)), 
causing a low FCP over the 0.93 m long membrane elements 
of the test-rig compared with the 0.20 m long MFS. It can be 
concluded that the biomass on the first 0.20 m caused most of 
the membrane module FCP increase.

A comparison study involving (i) MFS units containing 
RO or NF membrane sheets, (ii) RO or NF membrane ele-
ments in test-rigs, and (iii) an RO membrane in a full-scale 
installation was performed. During the 41 d research period, 
the same development of FCP occurred over the two parallel 
MFS units. The same biomass amount was accumulated in all 
systems of single element test-rig and full-scale installation 
with MFS (Fig. 6). 

An MFS study was carried out to assess whether 
short-term biofouling experiments with biodegradable 
nutrient dosage are predictive for long-term biofouling devel-
opment with no addition of nutrient [60]. Feed spacer plays an 
important role in biofouling. Therefore, this study addressed 
six feed spacers differing in geometry [60]. MFSs were oper-
ated with the same membrane and same water and feed flow, 
but with different geometry spacers [60]. During the short-
term study, biofilm development was accelerated by dosing 

biodegradable nutrient to the MFS. The long-term study was 
done without nutrient dosage. For the short (9 d) and long-
term (96 d) biofouling experiments, a comparison was made 
in order to better understand the role of feed spacer geometry 
on the amount of biomass accumulation. It was concluded 
that the feed spacers presented an equivalent biofouling 
performance for the short-term experiments with addition of 
nutrient and the long-term experiment without dosing nutri-
ent. The six different geometry feed spacers showed about the 
same accumulated biomass amount; however, the biofouling 
impact on FCP increase clearly differed. The six feed spac-
ers showed the same ranking for the biofouling impact on 

Fig. 5. Comparison of FCP increase and biomass concentration between MFS and membrane installations. (a) Comparison of FCP 
increase in time over the membrane element and MFS. (b) Biomass concentration (pg ATP/cm2) over the length of the MFS, membrane 
modules from test-rig and full-scale installation [4].

Fig. 6. Comparison of accumulated biomass in MFS, test-rig 
and RO installation. The biomass concentrations (i) in the MFS 
with NF or RO membranes, (ii) in a test-rig with (A) NF, (B) RO 
spiral-wound membranes, (iii) (C) in an RO membrane element 
from the full-scale installation. All systems were operated in 
parallel at a water production facility for 41 d, except the blank. 
The blank was operated for 41 d with tap water using MFS with 
NF membrane [1].
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FCP increase for the short- and long-term biofouling analysis. 
Using MFSs, short-term biofilm studies with nutrient dosage 
proved to be representative and suitable for predicting bio-
fouling after long-term operation [60].

In summary, the MFS has shown to be representative 
for the increase in FCP analysis and biomass accumulation 
in spiral-wound membranes used in practice [1]. Short-term 
biofilm studies with biodegradable nutrient dosage are suit-
able to study biofouling processes.

3.3. Reproducibility of MFS

Reproducibility of FCP development and biomass 
accumulation has been investigated with MFS units operated 
in parallel with the same feed spacers and membranes 
for (i) long-term analysis without nutrient addition and 

(ii) short-term analysis with the nutrient addition to the MFS 
feed water to accelerate the biofouling growth rate. 

The study was done at a site of a full-scale membrane 
installation and the feed water of the RO installation was fed 
to parallel MFS units without and with supplementation of 
nutrients. A 35 d parallel operated MFS study showed identical 
(i) FCP increase and (ii) accumulated amount of biofilm [1].

Short-term studies (4 and 10 d) with nutrient dosage 
presented the same development of FCP and biomass 
accumulation in MFS units operated in parallel [4,38,61].

In summary, the same development of biofouling 
indicators was found for parallel MFS studies, indicating that 
the MFS units provide reproducible data (Fig. 7) [4].

4. Applications of MFS to evaluate biofilm growth and 
cleaning strategies

4.1. Acceleration by biodegradable organic carbon dosage 

In conventional water treatment processes, biological 
filtration with sand and granular activated carbon restricts 
the concentration of biodegradable organic carbon of the 
water, reducing the microbial growth potential. The effect 
of the nutrient concentration on biofouling was studied 
by operating four MFSs in parallel, at constant linear flow 
velocity, fed with water supplemented with increasing 
biodegradable organic compound concentrations (0, 100, 200 
and 400 µg acetate C/L) [23].

During the 14 d of study, the control MFS without nutrient 
dosage showed no change in FCP. An increase in FCP was 
observed with the addition of a nutrient (Fig. 8(a)). With 
increasing amount of nutrient in the feed water, a faster and 
stronger FCP increase was found (Fig. 8(a)). At the end of the 
study, the MFS membrane and spacer coupons were analyzed 
for biomass accumulation. The biomass accumulation 
(adenosine triphosphate; ATP) in the MFS showed an 
increase correlated with the concentration of organic nutrient 

Fig. 8. Accelerated biofilm formation with increasing nutrient dosage. (a) FCP increase over time with and without (blank) dosage 
of different concentrations of acetate (0, 100, 200, 400 µg acetate C/L) to the feed water. The arrow indicates the starting point of the 
nutrient dosage. (b) Amount of accumulated biomass on the membrane and spacer in the MFS after 14 d of operation [28].

Fig. 7. Reproducibility of MFS regarding FCP and biomass 
accumulation over three parallel MFSs ( MFS1, ▲ MFS2, ● 
MFS3) fed with water supplemented with 200 µg acetate C/L. The 
identical (a) FCP increase in time and (b) biomass concentrations 
on the membrane and spacer in the MFSs were determined after 
4 d operation [4].
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in the MFS feed water (Fig. 8(b)). The increase of the acetate 
concentration resulted in a denser and more visible biomass 
formation on the surface of the membrane and feed spacer 
(Figs. S2 and S3). Reducing the feed water nutrient amount 
diminished the FCP increase and accumulated biomass 
amount (Fig. 8(b)) [28,62]. The reduction of water nutrient 
concentration by pretreatment may be pursued to reduce 
membrane biofouling [63].

4.2. Biofouling inhibition by phosphate limitation

The microbial growth of biofilms is affected by the 
availability of nutrients such as organic carbon and 
phosphorus. In general, organic carbon is the microbial 
growth-limiting compound (section 4.1). Studies with 
phosphorus or phosphate limitation of microbial growth 
were observed for wastewater, rivers, surface and seawater, 
and drinking water [64–75]. Recently, biofouling control by 
phosphate limitation has been demonstrated for membrane 
systems [42–44]. The common molar ratio for carbon (C), 

nitrogen (N) and phosphorus (P) in microbial biomass is 
~100:20:1.7 [76]. Compared with carbon, low phosphorus 
levels are needed to obtain microbial growth. Among the 
soluble forms of phosphorus such as orthophosphate, 
polyphosphates and dissolved organic phosphorus in natural 
waters, the most available for the use of biological systems 
is orthophosphate [77]. Orthophosphate is mentioned as 
phosphate in this review unless otherwise stated.

A study was carried out with several MFSs in parallel 
with water from municipal water treatment plant named 
“Jan Lagrand” in Heemskerk (Netherlands) showing that 
the biofilm growth can be restricted by phosphate limitation, 
despite the presence of high amounts of organic nutrients in 
the feed water (Fig. S4) [45]. The combined dosage of organic 
(acetate) and inorganic (phosphate) nutrients to the water 
feeding the MFS resulted in a fast increase of FCP through the 
MFS [45]. In the MFSs fed with only acetate, only phosphate or 
no dosage, only a small FCP increase was obtained (Figs. 9(a) 
and (b)). The low phosphate concentration restricted biofilm 
growth (Figs. 9(c) and (d)). 

Fig. 9. Impact of phosphate in feed water on biofilm formation. (a) FCP increase in time, (b) FCP increase, biomass accumulations 
regarding (c) ATP and (d) TOC within 8 d of MFS operation supplied with feed water containing phosphate and substrate (S+P), 
phosphate (P), substrate (S) and without dosages (blank) [45]. Biofilm formation is limited at very low phosphate concentrations.
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MFS studies demonstrated that the FCP increase and bio-
mass accumulation is restricted by a very low concentration 
of phosphate in the water source, even when the water has 
high organic carbon concentrations [45].

4.3. Impact of anti-scalant dosage

Dosing anti-scalant to the feed water of an RO installa-
tion is necessary to avoid scaling. Scaling is defined as the 
precipitation of mineral salts in the RO membrane modules. 
However, use of anti-scalant may simultaneously cause 
enhanced biofilm accumulation and therefore biofouling, 
depending on the dosing amount and the type of anti-scalant 
used [78].

Two phosphonate-based and two phosphorus-free 
anti-scalants were tested in an MFS study using 
phosphate-limited water (section 4.2) from water treatment 
plant “Jan Lagrand” in Heemskerk. The influence of the 
anti-scalants on biofilm formation was analyzed with 

MFSs fed with the anti-scalant and organic nutrient [45]. 
The dosage of the two phosphate-free anti-scalants with 
an organic nutrient resulted in a low FCP increase and low 
biofilm formation. The phosphonate-based anti-scalants 
caused a strong FCP increase and a high biofilm formation 
on the surface of the membrane (Fig. 10). It is assumed 
that the phosphate in the phosphonate-based anti-scalant 
can be a major factor to induce biofilm formation [45]. The 
phosphate-based anti-scalants seem to contain biodegrad-
able nutrients, since the growth of these anti-scalants (AS1+S 
and AS2+S) is stronger than the control (P + S) (Fig. 10).

The MFS units can be used to rapidly evaluate and select 
anti-scalants, which do not contribute to biofilm development 
[41,79].

4.4. Impact of biocide dosage

A strategy to control biofouling of membrane system is 
proposed. This consists in dosing biocides to the feed water. 

Fig. 10. Impact of phosphonate-based (AS1, AS2) and phosphate-free anti-scalants (AS3, AS4) dosage on biofilm formation. (a) FCP 
increase with time, (b) FCP increase, and biofilm amount regarding (c) ATP and (d) TOC within 15 d MFS operation supplied with 
water containing substrate (S), phosphate and substrate (P + S), and four anti-scalants with substrate (AS1 + S, AS2 + S, AS3 + S, 
AS4 + S) [45].
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The rationale of applying biocides is to inactivate biomass 
and thereby preventing biofilm accumulation [5,47].

An MFS study to evaluate a biofouling inhibitor (BI) 
showed within 17 d that the biofouling inhibitor caused a 
slightly higher increase in FCP and higher biomass accumu-
lation compared with the blank without dosages of BI and 
substrate (Fig. 11) [3]. It means that dosage of this biocide 
contributes to biomass accumulation due to the presence of 
biodegradable compounds in the biocide (Fig. 11: compar-
ison of BI and blank), causing bacterial growth. So, dosing 
of a biocide from the start-up of an installation may lead to 
enhanced biofilm formation. A hypothesis for the growth 
found for the biocide could be the presence of a conserving 
chemical or contamination or the biocide may be biodegrad-
able itself. 

The impact of 2,2-dibromo-3-nitrilopropionamide 
(DBNPA) dosage on biofouling control was assessed [5]. 
The continuous dosage of DBNPA (1 mg/L) prevented FCP 
increase and biomass accumulation in the MFSs during a run-
ning time of 7 d, showing that biofouling can be managed by 
preventive DBNPA dosage (Fig. S5) [5]. In biofouled systems, 
continuous dosage of DBNPA (1 and 20 mg/L) inactivated the 
accumulated biomass but did not remove the accumulated 
inactive cells and EPS and did not restore the original FCP 
(Fig. S6), indicating DBNPA dosage is not suitable for cura-
tive biofouling control [5].

The MFS unit can be used for biocide selection and opti-
mization of dosing regime, such as dosing concentration and 
frequency, to prevent biofilm formation.

4.5. Impact of flow regime on biofouling

4.5.1. Effect of linear flow velocity gradient in a membrane 
filtration installation

In practical RO membrane installations, up to eight 
membrane modules are encased in series in a pressure 

vessel. At a pilot plant scale containing new non-fouled 
membranes, the highest FCP was observed in the lead 
membrane module and the FCP declined over the length 
of the membrane installation [55]. This decline of FCP with 
increasing distance from the feed side was attributed to the 
reduction of the water flow due to permeate production in 
the membrane elements, about 10%–12% for each element 
[55]. Therefore, the lead membrane module with the highest 
flow velocity caused most of the FCP increase over the total 
membrane installation.

Generally, the greatest amount of biofilm is observed in 
the lead membrane element of the pressure vessel [2,80,81]. 
Biofouling occurs at the location where the effect of accumu-
lated biomass on performance is strongest [55]. 

4.5.2. Effect of linear velocity

Parallel MFS studies done at varying cross-flow velocities 
at the same nutrient dosage showed the same accumulated 
biofilm amount. The cross-flow velocity determined the FCP 
increase [35]. Reducing the cross-flow velocity may be an 
alternative method to restrict the FCP increase caused by the 
accumulated biomass [35].

4.5.3. Effect of linear velocity variations

A reversal of flow direction in pressure vessels can be 
an approach to decrease the biofilm impact on membrane 
performance such as FCP increase [35]. To assess the 
effect of linear velocity variations in a pressure vessel on 
biofouling, studies with four MFSs were performed. The 
MFSs were operated under two different linear velocities 
representing the lead membrane module (0.163 m/s) and the 
last membrane module of the pressure vessel (0.065 m/s). 
Two MFSs operated at 0.163 m/s were supplemented 
with biodegradable nutrient (100 µg acetate C/L) and two 
other MFSs were operated at 0.065 m/s without dosage of 

Fig. 11. Impact of biofilm inhibitor (BI) dosage on biofilm formation. (a) FCP increase in time and (b) the biomass concentrations after 
17 d operation. The MFSs were operated in parallel, fed with water supplemented with substrate (S), biofilm inhibitor with substrate 
(BI + S), BI and without any dosage (blank) [3].
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a nutrient [35]. After 6 d, the MFSs with high linear flow 
velocity (0.163 m/s) containing the nutrient (100 µg C/L) 
showed a large FCP increase (Fig. S7(a)), resulted from the 
accumulated biomass. A subsequent reduction in linear 
flow velocity (0.163 to 0.065 m/s to simulate flow reversal 
in the pressure vessel) resulted in a 73% reduction of the 
FCP compared with the starting FCP at 0.163 m/s and 
only slightly higher than the starting FCP for the MFSs 
at 0.065 m/s (Fig. S7(b)). The MFSs operated at 0.065 m/s 
without nutrient dosage during 6 d caused no detectable 
FCP increase with time (Fig. S7(a)). A subsequent increase 
in linear flow velocity from 0.065 to 0.163 m/s resulted in 
a jump of the FCP almost to the starting FCP determined 
for 0.163 m/s, while the biomass amount was maintained 
(Fig. S7(c)). Reduction of the linear flow velocity clearly 
caused an immediate and strong reduction of the FCP which 
is caused by accumulated biofilm, without influencing the 
accumulated biofilm amount [35]. 

Flow reversal in pressure vessels restrict the FCP increase 
caused by accumulated biomass. Feed flow reversal in 
pressure vessels may be efficient for biofouling management 
[35], and for other fouling types as well such as particulate 
fouling in the lead module and scaling in the last module [82].

4.5.4. Effect of bubble flow

Biomass accumulation and FCP development have been 
studied in MFS at varying flow regimes [34]. At cross-flow 
velocities as used in practical membrane installations, volu-
minous slime and filamentous biofouling structures (stream-
ers) were developed in the flow channel causing an increase 
in FCP. Increased shear force by single phase flow of water 
resulted in the development of more streamers and a stron-
ger FCP increase [34]. Bubble flow, water with air sparging, 
caused (i) the development of a more compact biomass and 
less streamers, and (ii) a much lower FCP increase compared 
with water flow only (Fig. S8) [34]. The biofilm developed 
under low shear conditions was easier to detach during 
periodic water flushing compared with a biofilm developed 
under high shear conditions (Fig. S9) [34]. Hydraulic clean-
ing has been shown as a potentially suitable cleaning strategy 
for biofouling control [18,83–85]. 

4.6. Impact of feed spacer geometry

The feed spacer is a crucial part of RO and NF membrane 
modules to keep the membrane sheets apart and to enhance 
water mixing [46]. Feed spacers have been shown to have a 
strong impact on biofouling [46]. 

MFS studies have been performed to evaluate feed 
spacers (i) as applied in practice, including varying spacer 
thickness [37], (ii) after modifications by hydrophilic, 
amphiphilic bactericidal and biocidal coatings [38,39,42], 
and with innovative geometries [29,44,48,86,87]. A novel 
strategy for a cost-effective development and evaluation 
of feed spacers was developed for biofouling and scaling 
control involving (i) numerical modeling, (ii) three-di-
mensional (3D) printing of spacers, and (iii) MFS testing 
of hydrodynamics and biofouling impact [43]. Siddiqui 
et al. [43] designed 3D printed feed spacers with different 
geometries giving a low FCP and low biofouling impact on 

membrane performance. In another study, the geometrical 
alteration of the feed spacers involving spacer strand and 
thickness, internal strand angle and the distance between 
strands. The modified geometry spacers showed a lower 
FCP at the same flow rate and a lower potential of biofilm 
formation (Fig. S10) compared with commercially available 
feed spacers [44].

Modified spacer geometries and surfaces may be a suit-
able solution to control biofouling [24]. The impact of spacer 
design on (i) biofilm development, (ii) membrane perfor-
mance, and (iii) biofouling reduction can be studied using 
MFSs.

4.7. Efficiency of preventive vs. curative biofouling cleaning

Biofilms were pre-grown in MFS units and thereafter 
cleaned using sodium dodecyl sulfate and sodium hydroxide 
(NaOH) and the cleaning efficiency was evaluated using 
NMR microscopy [40,88]. The NMR structural and water 
velocity images showed considerable changes in the bio-
film amount and spatial localization after the cleaning. A 
small volume of accumulated biofilm had a strong impact 
on the effective membrane surface area [40]. Cleanings at an 
early biofilm formation stage were more efficient to remove 
biomass than cleanings performed at a later developed 
biofilm stage (Fig. S11) [40], illustrating the need for an early 
warning system.

5. Early detection of biofouling 

5.1. Need for early warning 

In spiral-wound RO systems, different types of fouling 
may occur simultaneously. To assess the role of an individual 
foulant on membrane performance would require monitor-
ing the development of both individual and combined types 
of fouling. The main fouling type in extensively pre-treated 
water is biofouling [45].

As already mentioned in the introduction, the FCP 
increase and flux decline of membrane installations are con-
sidered as an operational problem when deviating up to 15% 
from the initial membrane performance values [2]. 

Cleaning based on the 15% criterion is most likely too 
late to control biofouling in all cases, so cleaning at an earlier 
stage should be pursued. To apply an anti-biofouling strat-
egy at a suitable time, the development of an early warning 
monitoring system is required.

5.2. Evaluation of MFS as an early warning system

5.2.1. Effect of permeate production

The same increase of FCP and biomass accumulation was 
found in membrane elements from an identical location in 
an NF system, regardless of permeate production. The high 
biofilm amount accumulated in the lead elements of the 
membrane system was not affecting the permeate production 
and vice versa but resulted in a strong FCP increase over the 
membrane modules [29,36,46,54,86,87].

Therefore, an early warning system for monitoring of 
biofilm formation does not require permeate production 
[29,36,46,54,86,87].
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5.2.2. Membrane length in MFS

A high amount of biomass was found in the lead RO 
elements from studies at the pilot and full-scale membrane 
installations [2,33]. A biofouling study with a test cell con-
taining 0.90 m long sheets of the membrane and feed spacer 
showed a much stronger FCP increase and more biofilm for-
mation at the inlet side of the test cell than at the outlet side, 
illustrating that biofilm predominantly was present at the 
lead membrane feed side [54]. Accumulated amounts of bio-
film at the feed side of RO systems explained most of the FCP 
increase over the total RO system. Therefore, early warning 
detection of biofilm formation should be based on measure-
ments at the RO installation feed side.

A system with 0.20 m membrane length, fed with the feed 
water of the RO installation, is adequate for an early warning 
application.

5.2.3. Sensitive pressure drop monitoring in MFS

In an NF pilot installation, the development of FCP was 
investigated over (i) individual membrane elements, (ii) 
individual stages and (iii) the total NF installation (section 
3.2). To investigate the relationship between FCP increase 
and accumulated fouling, membrane autopsies on elements 
differing in FCP increase were performed. Biofilm started to 
develop at the water inlet side of the first membrane element 
of the lead pressure vessel. Early stage biofouling is accu-
rately detected by monitoring the FCP over a separated first 
membrane element of an RO installation using an accurate 
pressure drop transmitter. 

Monitoring the FCP with a sensitive pressure drop trans-
mitter over a 0.20 m long early warning system provides 
early detection of biofouling, enabling early application of 
control measures.

5.2.4. Sensitive and rapid biofouling detection in MFS 

Improved sensitive biofouling detection is achieved by 
an elevated cross-flow velocity of the early warning system 
(Fig. 12) [49]. The linear flow velocity determines the FCP 
of a clean system and the FCP increase originating from 
the accumulated biofilm. The FCP increase was correlated 
exponentially with the increase of linear flow velocity. 
Therefore, earlier detection of biofouling is enabled at ele-
vated cross-flow velocity, enhancing the FCP measurement 
accuracy [49].

A higher cross-flow rate leads to a higher biodegradable 
nutrient load increasing the rate of biofilm accumulation 
[28,85,89–95]. Constant MFS operation at high cross-flow 
will increase (i) the accuracy of the FCP measurement and 
(ii) the rate of biofilm formation, enabling earlier warning of 
biofouling.

5.3. Analytical methods for early detection of biofouling

An FCP increase is not exclusively linked to biofouling. 
Early warning using an MFS monitored by sensitive pressure 
drop measurements can be combined with an autopsy of the 
spacer and membrane sheets sampled from the MFS to quan-
tify accumulated ATP and total organic carbon (TOC) [54], 
or with non-destructive imaging methods such as optodes or 

NMR microscopy. A method that recently gained interest for 
non-destructive imaging of biofilms is OCT [51,96,97].

5.3.1. Monitoring of oxygen consumption

Imaging of oxygen (O2) consumption is characteristic of 
biofilm bacterial activity [50,96]. Transparent luminescent pla-
nar O2 optodes combined with an imaging system is suitable 
for early biofouling detection (Figs. S12 and S13) [50]. This 
detection is achieved by measuring the spatial distribution 
of O2 concentrations and utilization rates which is caused by 
biological activity inside the MFS. Biofouling development 
was detected in an earlier stage by the optodes than by an 
FCP increase over the MFS [32,50,96,98–101].

5.3.2. Non-destructive profiling of water flow

 NMR enables to follow the evolution of biofouling by 
(i) the spatial biofilm distribution, (ii) the spatially resolved 
linear flow velocity field and (iii) displacement propagators, 
which are distributions of molecular displacement of a 
passive tracer (water) [46,53]. NMR has been used for MFSs 
and spiral-wound membrane elements (Fig. S14) [53]. 
Non-destructive early warning of biofouling in a commercial 
spiral-wound RO membrane has been demonstrated using 
an Earth’s field (EF) NMR [102,103].

The early detection of biofouling has been demonstrated 
using the MFS (Fig. 13(a)) [54], the optode (Fig. 13(b)) [50], 
and NMR (Fig. 13(c)) [102].

5.3.3. Non-destructive imaging system for characterization of 
biofilm mechanical properties 

OCT enables the assessment of the development 
of biofilm accumulation, morphology, and sloughing, 
non-destructively and with high resolution. OCT showed to 
be able to identify and quantify early biofilm formation [104] 
and the impact of permeate flux variations on the biofilm 
structure and membrane performance parameters [105].

Fig. 12. FCP increase as a function of the linear flow velocity, 
illustrating that the effect of biomass concentration on FCP 
increase is affected by linear flow velocity. The difference between 
the FCP in non-fouling conditions and in fouling conditions is 
the FCP increase caused by accumulated biomass [49].



L.H. Kim et al. / Desalination and Water Treatment 126 (2018) 1–2312

5.3.4. Real-time spectroscopic monitoring of the fouling 
components

An in-situ non-destructive early warning system to detect, 
quantify and analyze inorganic, organic, and biological 

fouling has been developed which is called “WatSup sys-
tem” [106]. It allows monitoring of the FCP and on-line 
quantification and characterization of membrane fouling by 
applying fluorescence patterns, absorption, and reflection 
technologies.

6. Conclusions and perspective

This review provides a state-of-the-art overview of the 
development and applications of MFS. The MFS has been 
designed to have the same flow channel height, hydraulic 
behavior, and materials of membrane and spacer as 
spiral-wound membrane elements in practice. The MFS has 
proven to be a suitable tool to study biofilm processes and 
strategies for biofouling control. A suite of simulators has 
been developed as in-situ imaging tools for biofilm studies 
in combination with detection measures such as oxygen 
optode, NMR, and OCT.

Fouling development can be studied by sensitive 
monitoring of the FCP and visual observations through 
the simulator sight window. A variety of MFSs have been 
developed [3] for varying purposes such as for studying 
(i) feed spacers geometry causing variation of flow channel 
height in MFSs [37], (ii) the hydraulic biofilm resistance 
with permeate production [107,108], (iii) biofilm processes 
and its impact on hydraulics [109], and (iv) the impact 
and sequence of biofouling development on membrane 
performance parameters including FCP, permeate flux 
and salt passage in a recently developed 1 m long MFS 
(long-channel membrane test cell) with five sections over 
the length, enabling the measurement of permeate flux and 
salt passage over the test cell length [31]. This 1 meter long 
MFS is characterized by a more rigid structure (4 cm wide 
membrane sheets, 24 bolts with metal support) compared 
with the earlier developed prototype cell, and proved to be 
representative for membrane modules for both flow profile 
and flow pressure drop relationship.

This 1 m long MFS with the sight window has been 
tested up to 15 bar [31], therefore, there is a need for the 
development of a high pressure simulator suitable for 
operation at pressure up to 80 bar representing membrane 
modules used in practice for seawater desalination. The 
next-generation of high pressure MFSs would enable the 
study of the effect of hydraulic pressure and concentration 
polarization (CP) and advanced biofouling control strategies. 
The CP caused by the concentrated water constituents and 
fouling layer near the membrane can reduce the performance 
of a membrane installation. The presence of a biofilm can 
increase CP, reducing the permeate flux for high salinity 
feed water [28,85,89–95]. The advanced control strategies 
applying physical approaches may include variation in 
shear, air sparging, back-washing and chemical cleaning 
agents separately or combined [24].
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Fig. 13. Comparison of early biofouling detection methods 
including FCP increase in MFS, monitoring of oxygen 
consumption, and non-destructive analysis of velocity profiles. 
(a) FCP increase in time over the MFS and membrane element 
in the test-rig operated in parallel [4]. (b) FCP (left y-axis) 
and average oxygen decrease (AOD, right y-axis) of an MFS 
[50]. (c) The pattern of the second moment (●) of a fouling RO 
membrane, as acquired using EF-NMR along with the FCP (∇) as 
a function of fouling time [103]. The oxygen sensing optode and 
NMR detected an earlier stage of or more sensitively biofouling 
than the FCP increase.
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Supplementary material

Fig. S1. Distribution of biomass (adenosine triphosphate [ATP]) 
concentration over the length of lead membrane elements taken 
from membrane installations with differences in feed channel 
pressure drop (FCP) increase (▲ = 300%; ∇ = 100%; ♦, , 
● = ≤10%). Each marker represents a lead membrane element from 
one of the tested membrane installations. Severely fouled lead 
membranes showed high biomass concentrations that decreased 
over the element length and less fouled lead membranes had 
lower biomass concentrations that were equally distributed over 
the membrane element length [2].

Fig. S2. Visual observations of the feed spacer and membrane in 
the MFS supplied 0, 100, 200 and 400 µg  C/L as acetate carbon 
(a, b, c and d) after 13 d of operation. The sight glass of the 
monitor was used for visual observations during operation of 
the MFS [35].

Fig. S3. (a) Measured FCP in time, (b) FCP increase and 
(c) biomass accumulation in MFS operated in parallel under 
identical conditions after 0, 1, 2, 3, and 5 d. Note the logarithmic 
scale in (b) and (c). The nutrient concentration in the feed water 
was 0.60 mg acetate C/L and linear flow velocity in the monitors 
was 0.16 m/s [48].
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Fig. S4. (a) RO installation and experimental set-up consisting 
of in parallel installed monitors and (b) differential pressure 
transmitter during the proof of principle study and (c) anti-scalant 
dosage. FCP data were accessed using a modem. The horizontal 
tube on the background of (b) and (c) is the RO feed water pipe 
(Ø 1.0 m) [45].

Fig. S5. DBNPA dosage (1 mg/L) to prevent biofouling. 
(a) FCP in time, (b) FCP increase and (c) accumulated 
biomass concentration in MFSs. Feed water of all MFSs was 
supplemented with biodegradable substrate (500 µg C/L) from 
day 0 (except– and D). DBNPA was continuously dosed to the 
feed water (1 mg DBNPA/L) of all MFSs except – and S. S, positive 
control without dosage of DBNPA; D, does DBNPA only; SD, 
continuous dosage of DBNPA to feed water (1 mg/L) is effective 
for preventive biofouling control [5].
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Fig. S6. DBNPA dosage (20 mg/L) to cure a biofouled membrane system. (a) FCP increase in time, (b) FCP increase and accumulated 
biomass concentration (c) ATP and (d) TOC in MFSs. Feed water of all MFSs was supplemented with biodegradable substrate (200 µg 
C/L) from day 0. DBNPA was continuously dosed to the feed water (20 mg/L) of MFSs from day 5 (SD5). Note that S (positive control; 
MFS with substrate only), S1 (operate MFS until the start of DBNPA dosage) and D10 (negative control; MFS with DBNPA dosage 
only) are controls. Continuous DBNPA dosage (20 mg/L) is not effective for curative biofouling control [5].
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Fig. S7. Effect of linear flow velocity on pressure drop and biomass accumulation. (a) FCP with time over the monitor at a high and 
low linear flow velocity (0.163 and 0.065 m/s) before and after changing of the linear flow velocity on day 6. The arrows indicate 
the effect of linear flow velocity change on the pressure drop. (b) FCP increase and accumulated biomass in the monitor after 6 d 
operation before and after reduction of the linear flow velocity and (c) before and after increasing the linear flow velocity. The FCP 
increase after adjustment of the linear flow velocity was calculated in comparison with FCP data determined at the same linear flow 
velocity prior to the experimental start [35].
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Fig. S8. Effect of bubble flow on pressure drop and biomass accumulation under the conditions with or without substrate. (a) FCP 
increase in time, (b) FCP increase, biomass concentration of (c) ATP and (d) TOC after 7.8 d MFS operation and (e) the relative friction 
factor. The monitors were operated with and without dosage of a biodegradable compound (200 µg acetate C/L) to the feed water 
of the monitor without and with bubble flow. –S = without bubble flow without substrate dosage; +S = without bubble flow with 
substrate; bubble flow +S = bubble flow with substrate; bubble flow –S = bubble flow without substrate [34].
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Fig. S9. Effect of flushing (0.42 m/s) on biofouling developed at 
low and high linear flow velocity (0.06 and 0.31 m/s) [34].

Fig. S10. FCP increase in MFSs containing two references and 
three modified feed spacers as a function of the running time at 
constant feed flow of 17 L/h without nutrient dosage [44].

Fig. S11. Two-dimensional (a) structural and (b) velocity images for the MFSs fouled for (i) 1 week and (ii) 2 weeks, then cleaned using 
sodium hydroxide (NaOH) [53].
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Fig. S12. In-situ visual observations of the feed spacer and membrane in the MFS (a) day 0 (a1) and day 6 (a2) [35]. Spatial distribution 
of oxygen concentration (mg/L) assessed during cross-flow operation at the inlet side of the MFS day 0 (b1) and day 5 (b2) [50]. 
Two-dimensional (2D) images of the flow cell for day 0 (c1) and day 4 (c2) The image resolution is ~98 µm/pixel [53].
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Fig. S13. Comparison of early biofouling detection potential 
between pressure drop development with time and oxygen 
decrease under cross-flow conditions. (a) FCP increase, 
(b) average oxygen concentration decrease (AOD) with time at 
constant cross-flow operation of the MFS [50].

Fig. S14. Two-dimensional radial (x–y) velocity images of the membrane module before (a) and after (b) biofouling. The image 
resolution is ~220 µm/pixel. The images show the superficial flow component (z component) on a color scale from −0.0007 m/s (black) 
to 0.002 m/s (light yellow) [53].


